
Sky Valley Education Center Preliminary PCB Results

Sample PCB1242 PCB1260 Station Description
ug/wipe ug/wipe

16124000 2.5U 2.5U Blank

16124001 170 2.5U Classroom D Ballast 6

16124002 2.5U 2.5U Classroom D Floor Under B6

16124003 9300 35 Classroom D Ballast 6 Cover

16124004 13 15 Classroom D Ballast 4

16124005 25 2.5U Classroom D Floor Utility Cover

16124006 7.3 2.5U Classroom C Ballast 3 Cover

16124007 150 4.6 Classroom C Ballast 3 Fixture

16124008 4.8 2.5U Classroom C Ballast 2

16124009 2.5U 2.5U Room 20 Pods

16124010 3.5 2.5U Room 14 Pods/Cover

16124011 2.8 3.9 Room 2  Ballast 3

16124012 4.4 2.5U Room 5 Ballast 1

16124013 2.5U 2.5U Classroom D Floor Under B4

The information in this report is being supplied to you at your request as "Preliminary Results".

Results have not undergone the same level of review as a final report.  Once all reviews have

taken place, it is possible that results in the final report may vary from those in this report.

U ‐ The analyte was not detected at or above the reported value.


